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991 TUNNEL (VAULT 998) RSOP NOTIFICATION 
FOR FACILITY DISPOSITION 

meet the unrestricted release criteria. The PDS for Corridor B and Room 402 has just been 
compIeted and also shows that these areas meet unrestricted release criteria (Attachment 1 A). 
The PDS is underway for the remainder of the building and will be presented to CDPHE as it 
becomes available. 

Enclosure 1 
FEG-007-04 

ENVIRONMENTAL ANALYSIS 
These structures are part IHSS Group 900-1,991 UBC. Samples were collected in accordance 
with SAP Addendum IA-03-03 to determine if contamination existed below these structures. No 
contamination was found that required an action. These data were presented to EPA and CDPHE 
on January 7,2004. Based on the data collected and presented there is not an exceedance that 
would result in an ER action at Corridor A, Vault 998, Corridor B or Room 402 (Attachment 2). 
The data will be included in the IHSS Group 900-1 Closure Document (under development). 

STRUCTURAL ANALYSIS 

In December 2003/January 2004, a structural analysis was conducted for the 99 1 Corridor A 
tunnel and the 998 vault to predict the long-term condition of these structures if they were left in 
place. The analysis assumed the footing drains fail, allowing groundwater to enter the structures 
and corrode the steel rebar in the concrete. The conservative engineering estimate was that the 
99 1 Corridor A tunnel could continue to exist without failing for 1000 years or longer 
(Attachment 3). Corridor B and Room 402 having dimensional configuration similar to Corridor 
C is expected to exist without failing for 500 years or longer (Attachment 3A). 

GROUNDWATER ANALYSIS 

Groundwater modeling was conducted for these structures in December 2003 (Attachment 4). 
This analysis assumed more conservative wet conditions and a smaller grid size. The modeling 
parameters were the same that were used for the 77 1 DOP and the previous 991 tunnel and 
included the current Land Configuration plans for the 991 area. 

Under wet conditions, the model predicts no adverse impact (i.e., groundwater is greater than 3 
meters from the surface) all along Corridor A, Vault 998, Corridor B and Room 402. Further, the 
model shows no contaminated plumes migrating into the tunnel area during these wet conditions. 

DISPOSITION PROPOSAL 

Based on these results, final disposition of the Corridor A tunnel and the 998 vault, Corridor B 
tunnel, and Room 402 is proposed to include the following: 

0 

All structures remain in place. 
The tunnel, vault, corridor and room are emptied. 
All ductwork, conduit, lighting, and asbestos insulated air and water lines are removed. 
Floor tiles and painted surfaces will remain. 
The footing drain will not be interrupted and will remain in place. However, no efforts will 
be made to maintain the drain. 
A twelve-foot thick plug of foam will be placed approximately 60 feet from the entrance to 
the 991 Corridor A tunnel. 
An eighteen-foot thick plug of foam will be placed in Corridor B in front of the roll-up door 
at the west entrance and an eight to ten foot thick plug of foam will be placed at the east 
double door entrance leading into Building 991. 
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Room 402 will be filled with foam to a level of 6 feet. Additionally the door way will be 
plugged with an eight x ten-foot thick plug of foam extending a minimum of 2 feet above the 
door. The air inlet holes through the south wall of the air inlet room will also be filled with 
foam. The 6 feet of foam in Room 402 will not extend into the air inlet room or other cavities 
described above. 

0 

During demolition of the remainder of the 991 Complex, final grading will cover the foam plugs. 
Based on the current Land Configuration plans the plugs in Corridor B and Room 402 will be 
approximately seven to fourteen-feet below and one hundred-feet horizontally from the final 
grade. The tunnel and 998 vault will be, on average, approximately four to six feet below grade 
with the shallowest depth at 4 feet at the area of foam installation for Corridor A and the deepest 
depth at thirteen feet at the 998 vault. 
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Attachment 1 
PDS Results for Corridor A and Vault 998 



-- 
SURVEY UNIT 991-2-004 

RADIOLOGICAL DATA SUMMARY - PDS - _  

1 Survey Unit Description: 6991 East Tunnel and 6998 Vault I 

I 
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991-2-004 
PDS Data Summary 

16 
Number Required 

MIN -1.6 

MAX 6.4 
MEAN 0.0 

2.3 STD DEV 

Total Surface Activity Measurements 

17 
Number Obtained 

dpmllOO cm2 

dpd100 cm’ - -  
dpdl00 cm2 

d p d 0 0  ema 

16 I 17 
Number Required I Number Obtained 

MIN 
MAX 

MEAN 
STD DEV 

-11.0 dpd100 cm2 
21.9 dpmll00 em* 
4.3 dpdl00 cmz 
9.5 dpnd100 cm2 

i l d p d l 0 0  cm2 
TRANSURANIC 

DCGt, 

Removable Activity Measurements 

c 
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Sample Time (min) 

LAB Time (min) 

1.5 15 I 1.5 I 1.5 

1.5 15 1.5 1.5 

MDC (dpdllMkm2) 0.0 

I MAX 20.1 I MIN I 10.1 

31.6 1 63 2 I 0.0 

I 15.1 MEAN 

100 Transuranic DCGLw I i 

4 

5 

6 

7 

8 

9 
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r 
4 7 3  32 9 1 3  5 9  21 9 

4 2 7  122 1 3  5 9  1 2  

2 3 3  I 4.3 2 0  8 7  3 4  

2 5 3  23 0 33 143 12 I 

2 3 3  14 3 3 3  14 3 34 

4 3 3  14 9 1 3  5 9  3 9  

10 4 

11 4 

12 4 

13 4 

14 4 

15 4 

16 4 

17 1 

5 3  239 3 3  14 9 12 9 

0 7  3 2  2 0  9 0  -7 8 

4 0  18 0 1 3  I59 70  

13  5 9  3 4  15 3 -5 1 

60 21 0 27  12 2 16 1 

3 3  14 9 0 7  3 2  3 9  

00  00  4 0  18 0 -11 0 
109 0 486 6 4 7  21 0 00 

I - Average LAB used to subtract from Gross Sample Act~nty 

2 - R e  initial Sample Net Achnty for Iacahon 17 was 475 6 dpm/loOCnf A coupon sample was 

collected from Iocahon 17 and analyzed usmg the Can- ISOCS system No fmnsuraxuc isotopes 

were detected The sample achnty was deternumi to be from uraolum and naturally oceunng isotopes 

The Sample Net Acuvity for th~s locahon is below the uriltllum DCGLNhrmts (5000 dpd1oOcm2) 

All survey results are less than the apphcable DCGLs, therefore, no further invesugahon is requued 

On this basis, the transuran~c value for koCahOn 17 is reported as zero (0) net achvity in  the TSA Data Summary 

SampleLAB Avexage 11 0 

MW -11 0 

MAX 21 9 

MEAN ~ 4 3  

SD 95  

TransuranicDCGL,., 100 

14 w 
15 Qc 

3 I 6.0 I 30.2 I 0.0 0.0 20.1 

3 4.0 20.1 4.0 20.1 10.1 

1 - AVCrap QC LAB used b subhact from Gross Sample Activity 10.1 OC LAB Average 



SURVEY UNIT 991-2-004 
RSC - DATA SUMMARY 

m 
MAX 
MEAN 
SD 

Transuranic 
DCGL, 

Sam le Location Number 

~ 

-1.6 
6.4 
0.0 
2.3 

20 

I 17 

I I I 
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Report Generated On : 12/11/2003 11:39:29 AM 

RIN Number : 0450097 
Analytical Batch ID : 0312104606 
Line Item Code : RClOC019 

Filename : S : \ GENIE2fl CAMFILES\ LI 014 ( G) \MOD\ G1900 11 6. CNF 

Sample Number : 0430097-003.001 
Lab Sample Number : CMLS-4214 
Sample Receipt Date : 12/10/2003 
Sample Volume Received : 2.58E+001 GRAM 

Result Identifier : NA 

Peak Locate Threshold : 2.50 
Peak Locate Range (in channels) : 100 - 8192 
Peak Area Range (in channels) : 100 - 8192 
Identification Energy Tolerance : 1.000 keV 

Sample (Final Aliquot Size) : 2.58OEtOO1 GRAM 
Sample Quantity Error : 0.000E+000 
Systematic Error Applied : 0.000E+000 

Sample Taken On 
Acquisition Started 

Count Time 
Real Time 
Dead Time 

: 12/9/2003 2:30:00 PM 
: 12/11/2003 7:34:50 AM 

7200 .0  seconds 
7231.1 seconds 

0.43 8 

Energy Calibration Used Done On : 10/1/03 
Energy = 0.263 + 0.250* ch + 2.24E-009* chA2 + 0. 00E+000*chA3 

Corrections Applied: 
None 

Efficiency Calibration Used Done On : 12/11/03 
Efficiency Geometry ID : 0480097-003.001 

Analyzed By: Phil Sanderson Date : 12/11/03 

Reviewed By: Marilyn Umbaugh Date: 12/11/03 
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1 * * * * * * * * * * * * * * * i * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * * *  

* * * * *  Sample and QC Sample F.esults Summary ***** 

Site Sample ID : 0480097-003.001 

Analytical Batch ID : 0312104606 

Sample Type (Result Identifier): GI9 

Lab Sample Number : CMLS-4214 

Geometry I D  : 0480097-003.001 

Filename: S :\ GENIE2a CAMFILES\ LIO14 (G) \MOD\ 6190011 6. CNF 

Detector Name: 4606 

MDA = Curie method as specified in Genie-2000 Customization Tools Manual 
Appendix B; Basic Algorithms. 

Analyte Activity 2-Sigma Uncertainty MDA 
(pCi/GRAM 1 (pCi/GRAM 1 (pCi/GRAM ) 

____________________----------------------------------------------------- 

K-4 On 
CS-137n 
TL-208n 
PO-210in 
BI-212n 
PB-212n 
BI-214n 
PB-214n 
RA-226n 
AC-228n 
TH-2 3 On 
Th-231n 
PA-2 3 4Mn 
PA-2 3 4 n 
U-234n 
U-235 
U238 
AM-241 

1.14E+001 
0.00E+000 
2.09E-001 
O.OOE+OOO 
O.OOE+OOO 
3.98E-001 
8.78E-001 
7.24E-001 
O.OOE+OOO 
O.OOE+OOO 
O.OOE+OOO 
4.98E-001 
O.OOE+OOO 
O.OOE+OOO 
3.30E+001 
9.56E-001 
8.89E-001 
0.. 00E+000 

2.33E+000 
0.00E+000 
6.70E-002 
O.OOE+OOO 
0.00E+000 
9.49E-002 
1.92E-001 
1.87E-001 
0.00E+000 
0.00E-i-000 
O.OOE+OOO 
3.90E-001 
0.00E+000 
O.OOE+OOO 
1.54E+001 
2.36E-001 
4.63E-001 
0.00E+000 

2.74E+000 
2.87E-001 
1.38E-001 
2.56E+004 
3.82E+000 
1.88E-001 
3.55E-001 
4.99E-001 
3.24E+000 
1.21E+000 
1.78E+001 
6.82E-001 
3.42E+OQi 
2.95E-001 
4.54E+001 
2.01E-001. 
7.78E-001 
1.80E-001 

i - If Po-210 is detected'in the spectrum, this peak may be the result of the 
interaction of Pb-206(n,nJ) which also produces a prompt gamma at 803 keV. 

n - Non-contractual Nuclide 
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PRE-DEMOLITION SURVEY FOR AREA 2, GROUP 2 

Survey Area: 2 Survey Unit: 991-2-004 Classification: 2 
Building: 991 
Survey Unit Description: 6991 East Vault Tunnel 
Total Area: 774 sq. m. 
Grid Spacing for Survey Points: 7rn X 7m 

Floor Area: 155 sq. m. 

PAGE 1 OF 1 
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Attachment 1A 
PDS Results for Corridor B and Room 402 



SURVEY UNIT 991-2-005 
RADIOLOGICAL DATA SUMMARY - PDS 

I Survev Unit Descrhtion: B991 Interior Room 402 and 402A I 
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985-2-005 
PDS Data Summary 

Total Surface Activity Measurements 

15 I 21 
Number Reauired I Number Obtained 

d p d 1 0 0  em’ 
MAX d p d 1 0 0  em2 

dpdl00 em2 
dpd100  em’ 

MEAN 
STD DEV 

Removable Activitv Measurements 

15 I 21 
Number Reauired I Number Obtained 

d p d 1 0 0  cm’ 
MAX dpd100  em’ 

dpdlO0 em’ 
dpd100  em2 

MEAN 
STD DEV 
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Manufacturer: NE Tech NE Tech NE Tech I NE Tech NE Tech 

I Cal DueDate: I 7/23/04 I 5/11/04 I 7/12/04 I 7/19/04 I 5/11/04 I 

Model: DP-6 DP-6 DP-6 DP-6 DP-6 

Instrument ID# 1 2 6 7 8 I I 

1 -Average QC LAB used to subtract from Gross Sample Activity 

Serial # 1273 2352 3110 1589 2352 

Analysis Date: 

Alpha En. (dd): 

Alpha Bkgd (cpm) 

Sample Time (miu) 

LAB Time (min) 

MDC (dpdlOaem', 

Page 3 of 4 

1 /26/04 1/26/04 1/27/04 1/27/04 1/27/04 

0.208 0.222 0.21 1 0.215 0.222 

5.0 2.0 0.0 2.0 0.7 

1.5 1.5 1.5 1.5 1.5 

1.5 1.5 1.5 1.5 1.5 

48.0 48.0 48.0 48.0 48 0 

MEAN 

SD 

Transuranic DCGLW 

22.8 

15.9 

100 

2 QC 6 8 7  41 2 5 3  25 1 

6 11 3 53 6 6 7  31 8 6 QC 

12 8 

25 1 

28.4 QC LAB Average 

MAX 

MEAN 

Transuranic D C G L  

25.1 

19.0 

100 



SURVEY UNIT 985-2-005 
RSC - DATA SUMMARY 

I Manufacturer: I Eberline I Eberline I Eberline I Eberline 1 

Serial #: 

I I I Model: SAC-4 I SAC-4 I SAC-4 SAC-4 

830 770 924 966 

Cal Due Date: 

Analysis Date: 

Alpha Eff. (dd): 

4/22/04 3/17/04 4/27/04 4/23/04 

1/26/04 1/26/04 1/27/04 1/27/04 

0.33 0.33 0.33 0.33 

Alpha Bkgd (cpm) 

Sample Time (min) 

Bkgd Time (min) 

0.0 0.3 0.3 0.3 

2 2 2 2 

10 10 10 10 

I I 

Gross Counts 
(CPm) 

Sample Location Number Instrument ID# Net Activity 
(dpm1100 cm’) 

Transuranic 
D C G h  

18 
19 
20 
21 
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10 2 2.1 
9 2 2.1 
10 1 0.6 
9 2 2.1 



PRE-DEMOLITION SURVEY FOR Area2. Group2 

Survey Area: 2 Survey Unit: 991-2-005 Classification: 2 
Building: 991 
Survey Unit Description: B991 interior, Room 402 and 402A 
Total Area: 340 sq. m. 
Grid Spacing for Survey Points: 4m. X 4m. 

Total Floor Area: 76 sq. m. 

2E 

2c 

1 E  

I (  

t 

( 

~ 

Roon 
B991 Interior 

Survey Unit 005 

Room 402A 
, 
, 

15 

_ _ _ _  

I I 

i 

/ 

~ STARTING POINT --- - 
FOR SQUARE 

SAMPLING GRID 
(X12, Y2) 

I 

I 

Ceiling 
(inverted) 

/ 
_ _  _________ - .__ ~ _ - 

20 

Rockv Flats Environmental Technology Site I N 'IAr Ll!,W!dVJ ow CHZMHiU. tm any agecncy thenof. nor any of 
their employees. makes any warranty. expreu or implied. 

~ smear TSA Location lo I n assumes any legal liability n responsibility for the A 

. % I  



SURVEY UNIT 991-2-008 
RADIOLOGICAL DATA SUMMARY - PDS 

I !Survey Unit Description: B991 West Tunnel Access Corridor 1 
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996-2-002 
PDS Data Summary 

MIN 
MAX 

MEAN 

STD DEV 

Total Surface Activity Measurements 

17 I 18 
Number Required I Number Obtained 

-1.8 dpd100 cm’ 
2.7 dpnd100 cm2 
0.2 dpd100 cm2 
1.3 dpd100 cm’ 

I 18 17 
Number Reauired I Number Obtained 

MAX I 23.3 l d p d l 0 0  cm’ 
d p d l 0 0  em2 
dpd100 em’ 

MEAN 

STD DEV 

Removable Activity Measurements 
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SURVEY UNIT 996-2-002 
TSA - DATA SUMMARY 

Manufacturer: I NE Tech I NE Tech I 

Sample Time (min) 

LAB Time (min) 

MDC (dpdlOOcm*) 

Iustrument ID#: 

Serial #: 

Cal Due Date: 6/2/04 4/29/04 

1.5 1.5 

1.5 1.5 

48.0 48.0 

I AnalysisDate: I 1/9/04 I 1/9/04 I 

17 

18 

I AlphaEff.(dd): I 0.223 I 0.228 I 

5 2.7 12.1 0.0 0.0 -0.5 

5 3.3 14.8 3.3 14.8 2.2 

1 - Average LAB used to subtract from Gross Sample Activity 12.6 Sample LAB Average 

MIN -12.6 

MAX 23.3 

QC Measurements 

8 QC 

14 QC 

I MEAN I 4.6 I 

9 2.7 11.8 4.7 20.6 1.5 

9 3.3 14.5 0.0 0.0 4.2 

I SD I 9.0 I 

1 -Average QC LAB used to subtract from Gross Sample Activity 

100 I I TransurauicDCG& I 

10.3 QC LAB Average 

MIN 1.5 

I M A X I  4.2 I 
I MEAN 1 2.9 I 
I TransuranicDCGh I 100 I 
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SURVEY UNIT 996-2-002 

Manufacturer: 

Alpha Bkgd (cpm) 0.6 0.2 0.1 

Sample Time (min) 2 2 2 

Bkgd Time (min) 10 10 10 

MDC (dpm/100cm2) 9.0 9.0 9.0 

Gross Counts Net Activity 
Sample Location Number Instrument ID# 

1 4 
2 2 1 I -0.3 

1 I 0.9 3 3 
4 4 0 I -0.3 

0 I -0.3 
2 I 1.2 
1 I 0.9 7 3 

8 4 
9 4 

10 2 
11 3 

2 I 2.7 
0 I -0.3 

2 I 1.2 
0 I -0.6 

I 12 I 4 0 I -0.3 

I 13 I 4 0 I -0.3 

I 14 I 2 0 I - -1.8 
I 15 I 3 0 -0.6 

1 1.2 
0 -0.3 
0 -1.8 

I 16 I 4 

I 17 4 
I 18 I 2 

SD I 1.3 

20 
Transuranic 

D C G L  
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PRE-DEMOLITION SURVEY FOR AREA 2, GROUP 2 

Survey Area: 2 Survey Unit: 991-2-008 Classification: 1 
Building: 991 
Survey Unit Description: B991 Interior, West Tunnel Access Corridor 
Total Area: 440 sq. m. 
Grid Spacing for Survey Points: 5m. X 5m. 

Total Floor Area: 11 2 sq. m. 

I - b  - - 2: - ic 0 

B991 Interior 
- Survey Unit 008 Fa 

A i  

Access Corridor 
/ I 

I U.S. Department of Energy Neither the United Stales Gavcrnment nor Kaiser Hill Co.. 
nor CHZMHdI. nor any agency thereof. nor any of 
their employees. makes any warranty. expfers or implied 

I MAP LEGEND 
a Smear TSA L ~ a t i o n  OT assumes any Lsal liability or rcswnsibility for the 

FEET 30 
I 

~~ 

feet 1 grid sq. = 1 sq. m. 
I", I ,  ") I ,  I" I Jan. 13,2004 I MAP I D  OWS/99l-W&SC 
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Attachment 2 
UBC 900-1 Sampling Results 
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Structural Analysis for Corridor A and Vault 998 
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CALCULATION CONTROL NUMBZR CALC - 998 - BS - 000001 (REV. 6) 

1. lWCP/Authorization Project Number: EFD58300 

2. Calculation Title: B998 VAULT & TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

3. Calculation Description: 

The site is considering leaving the concrete of B998 Vault & Tunnel in place and not removing 
them for the final site closure. This  calculation addresses two factors that will be involved with 
this consideration, which are as follows: 

What is the projected number of years that the vault & tunnel will remain standing before 
it begins to collapse. 

What will be the depression in the ground surface when the tunnel does collapse. 

Therefore, an analysis of the tunnel structure's present strength and condition is needed to 
determine what the future long term condition of the tunnel may be. From the analysis a 
projection can be made as to how many years before the tunnel begins to collapse. The analysis is 
based on the vault & tunnel loaded only with the soil overburden that will be the final grade of the 
site. The vault & tunnel will not be subject to any vehicle traffic. The analysis is also based on 
the groundwater rising after the footing drains fail, and the tunnel will be exposed to the corrosive 
effects of water. 

1. 

2. 

4. Natural Phenomena Hazard Performance Category: NA 

It can be reasonably assumed that if an earthquake does occur it will not effect the tunnel, because 
the tunnel is buried and supported all around by soil. 

5. Calculation Objectives (List): 

The objective is to calculate the strength of the vault & tunnel without steel rebar reinforcement 
and just with the strength of the concrete. This will give an indication of whether the tunnel can 
support its own weight and overburden over a long period of time, once the reinforcement has 
completely corroded. After closure the footing drains are likely to become inoperable over time 
and the natural groundwater flows are expected to rise above the vault and tunnel at least part of 
each year.. This will expose the vault and tunnel to water, and over a long enough period of time 
the reinforcement will corrode. 
Lastly, modeling of the ground surface after the tunnel roof collapses will be evaluated. 

6. List Methods used for Calculation: 
methods of the (ACI) American Concrete Institute. 

Standard engineering design practice and by engineering 

7. List Assumptions used: It is assumed that after a period of time the footing drains will fail and 
the groundwater will rise, which will expose most of the tunnel to the corrosive effects of water. 
This is based on the report "Hydraulic Effects on Decommissioning Building 997" by Bob Prucha, 
Integrated Hydro Systems, November 25,2002. 

(I O/OO) 
1 -V5 I -COEM-DES-2 10 



RFETS CALCULATIONS TEMPLATE 

CXLCUEATION CONTROL NUMBER: CALC - 998 - BS - OOO0OlN (REV. 6) ' 
8. Identify References: 

1. ACI 318-89 American Concrete Institute 1989 Edition. 
2. Drawings (attached): 

Building No. 98 Plan & Det.- (RF-98-A-1-C) (RFETS No. - OOAOl-OOlU - Arch) 
Building No.-98 Concrete Det.- (RF-98-SI-C) (RFETS No. - OOSO1-001Y - Bldg.) 
Building No. 98 Conc. Tunnel- (RF-98-S2-C) (RFETS No. - 00S02-001R - Bldg.) 
Building No. 98 Repair Wall Crack - (RFETS No. - 38072-001 - A - Bldg.) 
Building No. 91 Misc. Deb. - (RF-91 -A-26-C)(RFETS No. - 00A26-001B - Arch) 
Building No. 91 Misc. Dets. - (RF-91-F-ZC)(RFETS No. - 00F02-001G - Bldg.) 

3. 

4. 
Soil Overburden Survey Datum Drawing by PCG (7-20-92). 

"Results of Building 991 and 998 Vault Modeling Simulations" by Bob Prucha, December 29, 
2003. (partial copy attached) 

9. Identify Applicable Design Related AB Documents: N/A 

10. Body of Calculation: Refer to the following calculation pages. 

11. Calculation Conclusion: 

11.1 

11.1.1 

B998 Vault & Tunnel Structural Prediction of Long Term Condition of Tunnel 

Present Strength & Condition of €3998 Vault and Tunnel Structural 

The B998 vault and tunnel are in good condition with no evidence of corrosion, movements or 
settlements. There are no cracks except at one location (approx. 52 ft. North of B991) that was repaired 
(5-6-87) (see dwg. 38072-001). The D & D plan for B998 vault and tunnel is to demolish the first 60 ft. 
of the tunnel from B991 and foam the end. The rest of the tunnel and vault will be left in place and 
covered with soil. 

11.1.2 Future Proiected Condition of B998 Vault and Tunnel Structural 

The future integrity of the structural strength of the vault and tunnel will be dependent on the amount of 
water that the vault and tunnel is exposed to. The groundwater study "Results of Building 991 and 998 
Vault Modeling Simulations" by Bob Prucha, (December 29,2003), reports that the future groundwater 
expectations for a wet year can rise to approximately 9 feet of the surface. Refer to drawing (RF-98-A-1- 
C) for elevations. The top of the vault is 14 ft. below the surface and the tunnel is 18 ft. (ma.) to 3 (6.) 
ft. below the d a c e .  Therefore, after site closure the vault and tunnel are expected to be exposed, inside 
and out to ground water, for at least part of each year. 

(I O/OO) 
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11.1.3 

The deterioration of the vault and tunnel will be -from ground water seepage into the concrete resulting in 
corrosion of the reinforcement. At some period of time, the reinforcement may become ineffective. The 
final strength of the vault and tunnel will depend on the uncracked ultimate tensile (rupture) strength of 
the concrete. When the concrete eventually deteriorates and cracks, the roofs will lose all strength and 
colIapse. The collapse o f  the roof will cause the soil overburden to fill the vault and &el and cause a 
depression on the ground surface. 

Therefore, the long term durability of the vault and tunnel is dependent on the period of time for the 
groundwater to corrode the reinforcement and later degrade the concrete leading to the roof collapse. 
Because of the good condition of the tunnels and vaults and the probability that the tunnels and vaults will 
only be exposed to ground water part of each year, it may take approximately 500 years or Ionger for the 
reinforcement to corrode. Once the reinforcement has completely corroded it could take another 
years or longer for the concrete to deteriorate enough so that the roofs will collapse. Also, the tunnel is 
narrow ( 7.5 ft. inside width), so once the roof ofthe tunnel begins to fail, the soil above the tunnel will 
arch over the roof to the side walls and the soil on each side of the tunnel. 

Long Term Durability of B998 Vault and Tunnel 

11.2 The fouowing are the results of the tunnels and vaults concrete analysis to support the soil 
overburden (Reference sketch in calculations of following pages): 

11.2.1 B998 Vault 

The calculations show that the vault concrete roof - can support the final soil overburden without 
the reinforcing steel. 
- Therefore, a conservative engineering estimate would be that the tunnels could continue to 

exist without collapsing for at least 1,000 to 2,000 years. 
The fmal depression at the s d a c e  will be a trapezoidal shaped trench with assumed 45 degree 
sloped sides and the following approximate dimensions: 

- 

Vault Depression at Ground Surface will be Trapezoidal Shaped (Refer to Sketch): 

Dimensions: Depth = 1.1 R x 50.8 R Wide x 55.8 ft. Length at Surface 

48.6 ft. Wide x 53.6 ft. Length at Bottom x 
11.2.2 B998 Tunnel 

The calculations show that the vault concrete roof - can support the final soil overburden without 
the reinforcing steel. 
- Therefore, a conservative engineering estimate would be that the tunnels could continue to 

exist without collapsing for at least 1,000 to 2,000 years. 
The final depression at the surface will be a trapezoidal shaped trench with assumed 45 degree 
sloped sides and the following approximate dimensions: 

- 

Tunnel Depression at Ground Surface will be Trapezoidal Shaped (Refer to Sketch): 

Dimensions: Depth = 1.7 ft. x 42.8 ft. Wide at Surface 

x 39.4 ft. Wide at Bottom 

(1 0100) 
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CALCULATION CONTROL NUMBER CALC- 998- BS- 000001 (REV. 0) 

B998 VAULT STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EFD58300 

Refer to Calculation Template Reference Drawings for all calculation values. 

in := ft-12-I plf := lb-ft-' psf := Ib-ft'-2 pef := Ib-ft-3 psi := lb-in-2 

Soil Weight: Dry Soil Weight = 100 p d  Use Soil Weight ===> y := 110-pcf 
Wet Soil Weight = 120 p d  

Concrete Compressive Strength: 
(Refer Drawing Building No. 91 Misc. Dets. (RF'-91-F-2-C) (RF%TS No. OOFO2-001G Bldg.) 

PC := 3000 lb/sq.in. 

Tension (rupture) Capacity of Concrete: (Reference: ACI-318-89 sec. 9.5.23 (9-9) page 97) 

Vault Soil Overburden: 

Top of Vault Floor Elevation: 

Max. Top of Final Grade: 

Max. Vault Soil Overburden: 

Vault Roof Strength Capacity Without Reinforcement: 

Vault Roof Thickness: Rth := 2.5-ft 

Vault Roof Span: Rsp := 15.0-ft 

Load on Vault Roof: Soil Weight: S, := y*SOmax s,t = 1517.45psf 

Concrete Weight: C,t := 150-pcf-Rtb c,t = 375psf 

Load on Vault Roof Per ft. width: R L ~  := (S* + Cwt) - 1 -ft RLd = 1892.45 plf <<e== EzzI 
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ROCKY FLATS ENWRONMENTAL TECHNOLOGY SlTE Page: ( $ of a ) 
Date: 01-15-04 (REV. 0) 

By: K. MacLeod B998 VAULT STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Vault Roof Soil Overburden Moment Per ft. Width : 

(Assume the end supports are between tlFixed" and "Simple") (Ref. AISC pages 2-296 &2-301 ) 

Section Modulus of Roof Per ft. Width: SR = 1s00in3 

Vault Roof Crackinq Moment: (Concrete Tension Rupture Capacity times Section Modulus) 

Vault Roof Crackinq Moment is Larger than Soil Overburden Roof Moment 

Therefore, the Vault Concrete Roof Can Support the Soil Overburden 

Without Reinforcement 
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By: K. MacLeod B998 VAULT DEPRESSION AT THE GROUND SURFACE 
WHEN VAULT EVENTUALLY COLLAPSES Project Number: EFD58300 

Refer to Calculation Template Reference Drawings for all calculation values. 
Refer to Vault Depression Sketch 

Depression After Vault Collapses: (Assume soil settles at 45 degrees on the sides) 

Vault Inside Dimensions: Width: B := 15.0-ft Length: A := 2O.O-ft 

Inside Height: h := 10.0.ft 

Soil Overburden: SO,,, := 17.92.ft 

3 Volume Inside Vault: Volv := B-A-h VOlv = 3000ft 

Depth of Depression: 

Average Width of Depression: 

D := 2.O-ft 

wavg-B := (B + 2-SOmax) - D 

Average Length of Depression: Lavg-~ := (A + 2 -  Soma,) - D 

( >>>> Depression Depth must be adjusted for Depression Volume =Vault Inside Volume ) 

Vault Depression at Ground Surface will be Trapezoidal Shaped: 

1-1 ft. Deep with: Dimensions at Surface: 50.8' Wide x 55.8' Length 
Dimensions at Bottom: 48.6' Wide x 53.6' Length 

Refer to Sketch 
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B998 TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EBB58300 

Refer to Calculation Template Reference Drawings for all calculation values. 

Soil Weight: Dry Soil Weight = 100 pcf Use Soil Weight ===> y := 11o.pcf 
Wet Soil Weight = 120 p d  

Concrete Compressive Strength: 
(Refer Drawing Building No. 91 Mise. Dets. (RF-91-F-2-C) W E T S  No. 00F02-001G Bldg.) 

fc := 3000 Ib/sq.in. 

Tension (rupture) Capacity of Concrete: (Reference: ACI-318-89 sec. 9.5.23 (9-9) page 97) 

fr := 7.7-+%-psi fr = 421.75psi 

Tunnel Soil Overburden: 

Top of Tunnel Floor Elevation: T nr-el := 593533 - ft Tunnel Height: TH := 11.75-ft - 

Max. Top of Final Grade: Tmax-Gr := 5965.0.ft 

Max. Tunnel Soil Overburden: SO,,, := Tmag-Gr - (T-nr-eI + TH) 

Tunnel Roof Strength Capacity Without Reinforcement: 

Tunnel Roof Thickness: Rth := i.25.ft 

Tunnel Roof Span: R,, := 7.5.ft 

Load on Tunnel Roof: Soil Weight: S M  := y -so,,, s& = 1w1.2psf 

Concrete Weight: Cwt := 150-pcf -Rth C d  = 1s7.5psf 

Load on Tunnel Roof Per ft. width:: RLd := ( Swt + Cwt) -1 -ft RLd = 2158.7plf <<<=== I 
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B998 TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: Em58300 

Tunnel Roof Soil Overburden Moment Per ft. Width : 

(Assume the end sepports are between "Fixed" and "Simple") (Ref. AISC pages 2-294 &2-301) 

<<<=E== Mmax = 12142.691bft 
RLd * ( 

Mmax := 
10 

Section Modulus of Roof Per ft. Width: 3 SR = 450in 

Tunnel Roof Cracking Moment: (Concrete Tension Rupture Capacity times Section Modulus) 

M a  := fr*SR M a  = 15815.49Ibft > M,,, = 12142.69Ibft <<<==== - O K  

Tunnel Roof Cracking Moment is Larger than Soil Overburden Roof Moment 

Therefore, the Tunnel Concrete Roof Can Support the Soil Overburden 

Without Reinforcement 
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By: K. MacLeod B998 TUNNEL DEPRESSION AT THE GROUND SURFACE 
WHEN TUNNEL EVENTUALLY COLLAPSE Project Number: EFD58300 

Refer to Calculation Template References Drawings for all calculation values. 
Refer to Tunnel Depression Sketch 

Depression After Tunnel Collapses: (Assume soil settles at  45 degrees on the sides) 

Tunnel Inside Dimensions: Width: B := 7.0.ft Inside Height: h := 1O.O.f t  

Soil Overburden: SO,,, = 17.92 ft s o m i ,  := 10.0-ft 

2 Volume Inside Tunnel: V o l ~  := B-h VolT = 70 ft 

Depth of Depression: 

Average Width of Depression: 

D := 2.0-ft 

Wavg := (B -t 2mSOmax) - D 

( >>>> Depression Depth must be adjusted for Depression Volume = Tuinnel Inside Volume <<<< ) 

Tunnel Depression AT Ground Surface Will IBe Trapezoidal ShaDed: 

1.7 ft. Deep x 42.8 Wide at Surface To 39.4 ft. Wide At the Bottom 

Refer to Sketch 
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Attachment 
(Bob Pntcha, 12/29/2003) 

Results of Building 991 and 998 Vault Modeling Simulations 

An analysis of the integrated hydrologic and contaminant transport response to the proposed closure 
configuration associated with Building 991 and the 998 Vault is presented here. Specifically, two concerns 
raised by the CDPHE are evaluated. The fmt  concern is whether groundwater levels buildup behind 
subsurface structures (dabs or walls) left in place. Buildup of groundwater levels behind structures in 
hillslope areas and possible resulting seep areas may increase the potential for slumping and erosion. The 
second concern is whether VOCs detected in groundwater to the north, migrate into the Building 991 area. 
Both of these concerns are evaluated using a localized, high-resolution integrated flow model that includes 
the area associated with Building 991 and the 998 Vault. Conservative conditions are specified within the 
modeled system to help identify areas that produce the shallowest groundwater levels that may increase the 
potential for slumping and erosion. 

A uniform 25-foot grid resolution was used to simulate the saturated, unsaturated and overland flow 
processes in the integrated model. Although, surface channel flow was not explicitly simulated in the 
model, it does not impact the hydrologic conditions within the 991 building area, and an appropriate set of 
overland flow (non-channelized) and saturated zone boundary conditions could be specified instead. The 
finer grid resolution permits explicit definition of the Conidor C Tunnel and Vaults 996,997 and 999. In 
addition, the integrated model also includes a speciGc numerical description of the remaining portion of 
walls and slab for the 991 Building, 998 Vault, and Buildings 984 and 985. 

The specific closure configuration for the 991 Building structures and modification to the soil, vegetation 
and the regraded surface topography were provided by the ER group. For example, the entire subsurface 
structure associated with Building 984 was assumed removed for closure, while the 991 Tunnel, Vaults 
996,997 and 999, and the 998 Vault were to be left in place. Only those portions of basement walls and 
slabs Buildings 985 and 991 remaining at least 3 feqt below the regraded topographic surface provided by 
ER remain as well. Remaining portions of buildings 985 and 991 were included in the model to evaluate 
the collective impact of all structures left in place om the hydraulics surrounding the 991 Tunnel structures. 

Hydraulic conditions surrounding the Tunnel system were evaluated using conservative conditions. In 
other words, any conditions that cause the shallowest groundwater levels in the area were considered. The 
two primary conservative conditions considered included assuming a wet year climate and that current 
drains in the area do not operate. The wet year climate is estimated fiom a 100-year climate sequence as 
described in the SWWB modeling report (KH, 2002). Current drairis including storm, sanitary and footing 
drains, that lower groundwater levels, were assumed inoperable. The Tunnel structures were assumed to 
have a low hydraulic conductivity (1 e- 10 d s )  to simulate the effect of likely leakage through joints and 
cracks in the concrete. 

For each integrated model run, two typical climate years (WY2000) followed by a wet year were simulated. 
This sequence allows the groundwater system to stabilize to specified initial conditions before responding 
to a wet year climate sequence. The integrated model runs produce groundwater levels in all model layers 
and cells continuously (hourly). The simulated me& and minimum annual groundwater Ievels for the wet 
year are used to identi@ areas of the site where groundwater levels are shallow. 

Results show that both the mean and minimum annual groundwater depths during the wet year are at least 3 
to 4 meters in the vicinity of Building 991 and 998 vault. This is mostly due to the presence of Arapahoe 
Sandstone and increased depth to bedrock in the area. Groundwater levels over the remaining Building 991 
slab also remain greater than 1 meter depth. For average annual conditions, groundwater intercepts the 
groundsurface along a portion of South Walnut Creek just below Building 991, but is caused by shallow 
bedrock in this area. For large precipitation events during the wet year, groundwater intercepts ground 
surface along a greater extent of South Walnut, and north of the 991 Building area near the former Solar 
Ponds. Transport simulations showed that VOC plume movement from the north into the Building 991 
area does not occur, due to the local northerly flow direction in the plume area. 
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991 TUNNEL (VAULT 998) RSOP NOTIFICATION 
FOR FACILITY DISPOSITION 

Attachment 3A 
Structural Analysis for Corridor B and Room 402 
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B991 CORRIDOR-B TUNNEL AND ROOM (402) EFD58300 
STRUCTURAL ANALYSIS FOR THE 
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WETS CALCULATIONS 

CALCULATION CONTROL NUMBER: CALC - 991 - BS - 000041 - (REV. 0) 

1. lWCP/Authorization Project Number: EFD58300 

2. Calculation Title: B991 CORRIDOR-B TUNNELS AND ROOM (402) 
STRUCTURAL ANALYSIS FOR THE 
PREDICTION OF LONG TERM CONDITION 

3. Calculation Description: 

The site is proposing to leave the concrete portions of Corridor-B Tunnels and Room (402) 
in place and not remove them for the final site closure. Corridor-B starts at B991 by (2) two 
tunnels and combines to (1) one tunnel that leads to Corridor-C in a "Y" configuration. 
Corridor-B tunnel is very similar to Corridor-C. Room (402) is between the two branches of 
Corridor-B. 

This calculation addresses two factors that will be involved with this consideration, which 
are as follows: 

What is the projected number of years that the tunnel will remain standing before it 
begins to collapse. 

What will be the depression in the ground sUrface when the tunnel does collapse. 

1. 

2. 

Therefore, an analysis of the tunnels and room roof structure present strength and condition 
is needed to determine what the future long term condition of the tunnel may be. From the 
structural analysis of the roof, a projection can be made as to how many years before the 
tunnel begins to collapse. The analysis is based on the tunnel loaded only with the soil 
overburden that will be the final grade of the site. The tunnel will not be subject to any 
vehicle traffic. The analysis is also based on the groundwater rising after the footing drains 
fail, and the tunnel will be exposed to the corrosive effects of water. 

4. Natural Phenomena Hazard Performance Category: NA - It can be reasonably 
assumed that if an earthquake does occur it will not effect the tunnel, because the tunnel is 
buried and supported all around by soil. 

5. Calculation Objectives (List): 

The objective is to calculate the strength of the tunnels and room roof structure without steel 
rebar reinforcement with just the strength of the concrete. This will give an indication of 
whether the tunnels and room roofs can support its own weight and overburden over a long 
period of time once the reinforcement has completely corroded. After closure the footing 
drains are likely to become inoperable over time and the natural groundwater flows are 
expected ta rise. This will expose the tunnels and room to water and the reinforcement will 
corrode. 
Additionally, the objective is to model the effects on the ground surface after the tunnels and 
room roofs collapse. 

(1 O/OO) 
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6. 

7. 

8. 

9. 

List Methods used for Calculation: Standard engineering design practice and by 
engineering methods of the (ACI) American Concrete Institute. 

List Assumptions used: It is assumed that after a period of time the footing drains will fail 
and the groundwater will rise, which will expose most of the tunnel the corrosive effects of 
water. This is based on the report "Hydraulic Effects on Decommissioning Building 997" 
by Bob Prucha, Integrated Hydro Systems, November 25,2002. 

Identify References: 

3 

1. 

2. 
9 
3. 

4. 

ACI 318-89 American Concrete Institute 1989 Edition. 
AISC American Institute of Steel Construction, 9th Edition. 
"Hydraulic Effects on Decommissioning Building 997" by Bob Prucha, Integrated 
Hydro Systems, November 25,2002. 
Drawings (attached): 

4.1 B996 & B997 Drawings: 
30996-0001-02C7 1381 0-0001,13811-0001, 13812-0003,13812-0005, 
13812-0006, & 13812-0007. 

4.2 B985 Foundation Drawings - 23493-301, & 23493-303 
4.3 B991 Final Grade Drawings - 5 1754421 30 (Rev.2), 5 1754-C13 1 (Rev.2), 

& 5 1754-C 132 (Rev.2) 

Identify Applicable Design Related AB Documents: NIA 

10. Body of Calculation: Refer to the following calculation pages. 

11. Calculation Conclusion: 

Prediction of Long Term Condition of Building B991 Corridor "B" Tunnels and Room (402) 

11.1 Present Strength & Condition of Corridor "B" Tunnels and Room (402) 

The Corridor "B" tunnel and Room (402) are in good condition. I have inspected the tunnels 
and Room (402) and there were no cracks, water seepage, no evidence to corrosion, or 
settlements that would reduce the strength of the tunnel. 

The roof strength of the Tunnels and Room (402) to support the soil overburden after there is a 
total loss of reinforcement strength due to corrosion is as follows: 

a. The Western and main portion of Corridor-B has a roof span = 12 ft. with a thickness = 
15". The calculation for this part of the tunnel concludes, the roof will not support the soil 
overburden after the reinforcement corrodes. 

The Eastern branch portion of the tunnel has a roof span = 8.0 f't. with a thickness = 15", 
for which the calculation concludes, the roof will - support the soil overburden after the 
reinforcement corrodes. 

b. 

(1 O/OO) 
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CALCULATION CONTROL NUMBER: CALC - 991 - BS - 000041 - (REV. 0) 

c. Room (402) has a roof span = 19'-4" with a thickness = 18" and the calculation concludes, 
the roof cannot support the soil overburden after the reinforcement corrodes. 

A large portion of Corridor-B is covered by the foundation of building B985 (reference B985 
Foundation Drawings - 23493-301 , & 23493-303). Building B985 foundation and floor slab 
are supported by concrete piers that were drilled around Corridor-B tunnel. Building B985 
foundation and floor slab will be left in place also. The capacity of B985 foundation and floor 
slab to support the soil overburden was not analyzed, but they will support a considerable 
amount of the soil overburden. Th~s will delay the collapse of Corridor-B roof. A conservative 
estimate of the delay would be 200 years. 

11.2 Lone Term Durabilitv of the Corridor "B" Tunnels and Room (402) 

1 The concrete of the roof of the tunnel and room does not have the strength to support its own 
weight and the soil overburden. Therefore, CorridorFTunnels and Room (402) roofs will 
begin collapsing as the remforcement becomes completely corroded. Therefore, the long term 
durability of the tunnel and room is dependent on the time that it will take for the reinforcement 
to corrode. 

The time that it will take for the reinforcement to corrode is based on the following: 
1. 

2. 

The hydraulic study concludes that the tunnels and room roofs will be exposed to 
ground water only part of each year. 
The concrete of the tunnels and room are in good condition and it will take hundreds 
of years for the ground water to penetrate the concrete coating around the rebars 
before corrosion begins. 

Once the corrosion of the reinforcement does begin, it will take hundreds of years for the rebar 
to completely corrode. A conservative estimate of the number of years that it will take for the 
ground water to penetrate the concrete coating of the reinforcement and to completely corrode 
the reinforcement would be at least 500 years. 

The final strength of the tunnels and room roofs will depend on the uncracked ultimate tensile 
(rupture) strength of the concrete. The calculations analyzed the roof concrete slabs to 
determine their capacity for supporting the soil overburden when the reinforcement completely 
corrodes. 

11.3 Conservative Engineering Estimate of the long term condition of Corridor-B Tunnels 
and Room (402): 

1. Western portion of Conidor-B tunnels - Because the roof cannot support the weight of 
soil overburden after the reinforcement completely corrodes, the following can  be 
concluded: 

a. The portion close to Corridor-C and under the foundation of building B985, that wilI 
be left in place, will continue to exist without failing for at least 700 years or longer. 

The 20 ft. portion that enters into building B991 will continue to exist without failing 
for at least 500 years or longer. 

b. 

2. Eastern branch portion of the Corridor-B tunnels - Because the roof can support the weight 
of soil overburden after the reinforcement completely corrodes, the &el will continue to 
exist without failing for at least 1,000 to 1,500 years or longer. 

(1 O/OO) 
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3. Room (402) - Because the roof cannot support the weight of soil overburden after the 
reinforcement completely corrodes, the roof of the room will continue to exist without 
failing for at least 500 years or longer. 

11.4 Depression in Soil After the Eventual Collapse of Corridor-B Tunnels and 

Room (402) Roofs 

When the tunnel and room roofs do eventually deteriorate and collapse, the soil overburden 
will fill the tunnels and room and cause a depression on the ground surface. The final 
depression at the surface will be a trapezoidal shaped trench above the tunnels and a hole at the 
room. The sides of the depression is assumed to be approximately 45 degree slope (Reference 
the sketch of the depression on the following pages). 

The approximate dimensions of the trapezoidal shaped depressions at  ground surface are 
as follows (Refer to sketch): 

1. Western portion of Corridor-B tunnels - 

a. Max. Soil Overburden (the north end of the tunnel at Corridor-C ): 

Dimensions: DeDth = 4.0 ft. x 41.5 ft. Wide at Surface 

x 33.5 ft. Wide at  Bottom 

b. Min. Soil Overburden (the south end of the tunnel at B991): 

Dimensions: DeDth = 7.0 ft. x 29.5 ft. Wide at  Surface 

x 15.5 ft. Wide at Botto 

2. Eastern branch portion of the Corridor-B tunnels - 
Dimensions: Depth = 2.5 ft. x 29.5 ft. Wide at  Surface 

x 24.5 ft. Wide at  Bottom 

3. Room (402) - Total Depression at room: 

Dimensions: DeDth = 12.5 ft. x 27.0 ft. Wide at  Surface 

(1 O/OO) 
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x 19.3 ft. Wide a t  Bottom 
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CALCULATION CONTROL NUMBER: CALC- 991- BS- 000041 

ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 

(REV. 0) Date: 01-28-04 

By: K. MacLeod B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Refer to Calculation Template Reference Drawings for all calculation values. 

in := ft-12-' plf := lb-ft-' psf := lb-ft-' pcf := lb.ft-3 psi := lb-in-2 

soil Weiqht: Dry Soil Weight = 100 pcf Use Soil Weight ===> y := 110-pcf 
Wet Soil Weight = 120 pcf 

Concrete Compressive S trenq t h : 
(Refer Drawing Building No. 91 Mise. Dets. (RF-91-F-2-C) (RFETS No. 00F02-001G Bldg.) 

f c := 3000 Ib/sq.in. 

Tension (rupture) Capacity of Concrete: (Reference: ACI-318-89 see. 9.5.23 (9-9) page 97) 

fr := 7 . 7 - P c - p s i  fr = 421.75psi 

Tunnel Soil Overburden: 

Top of Tunnel Roof Elevation: T rf-eI := 5945.25.ft - 

Max. and Min. Final Grade Elevations: T G ~ - ~ ~ ~  := 5960.0-ft TGr-mjn := 5954.0-ft 
(ref. dwgs. 51754-C130, C131, & C132) 

Max. and Min. Tunnel Soil Overburden: 

Tunnel Roof Load: 

Tunnel Roof Thickness: 

Max. and Min. Load on Tunnel Roof: 

Rth := 1.25.ft 

Max. Soil Weight: Swt-max := y-somax S,t,,, = 1622.5PSf 

Min. Soil Weight: Swt,in := y-SOmin  Swt-min = 962.5 pSf 

Concrete Weight: C,t := 150.pcf.Rth Cwt = 187.5pSf 

Max. and Min. Load on Tunnel Roof Per ft. width: 

71 
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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 

(REV. 0) Date: 01-28-04 

B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EFD58300 

Western and Eastern Tunnel Roof Spans: 

Tunnel Roof Spans: Western Tunnel: Rsp-w := 12.0-ft 

Eastern Tunnel: R,,-E := 8.0.ft 

Max. and Min. Tunnel Roof Soil Overburden Moment Per ft. Width: 
(Assume the end supports are between “Fixed” and ”Simple”) (Ref. AISC pages 2-296 & 2-301 ) 

M w - ~ ~ ~  = 26064 Ib ft 
RLd-rn a x . ( Rs p-w ) 

MW-max := 10 
Western Tunnel: 

 ME-^^^ = 115841bft 
RLd-m ax ’ ( Rs p-E) 

ME-rnax := 10 
Eastern Tunnel: 

Tunnel Roof Strength Capacity Without Reinforcement: 

Tunnel Roof Thickness: Rth := 15.h 

Section Modulus of Roof Per ft. Width: 
12-in-(Rth)’ 

SR := 
6 

3 SR = 450in 

Tunnel Roof Cracking Moment: [McR := fr.SR1 
L J 

(Concrete Tension Rupture Capacity times Section Modulus) 

Western Tunnel Roof Cracking Moment is Less than Soil Overburden Roof Moment 
Therefore, the Western Tunnel Concrete Roof will collapse without reinforcement 

O.K. Eastern Tunnel: MCR = 15815.49ibft >  ME = 11584Ibft I e<==== - 

Eastern Tunnel Roof Cracking Moment is Larger than Soil Overburden Roof Moment 
Therefore, the Eastern Tunnel Concrete Roof will not collapse without reinforcement 
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(REV. 0) Date: 01-28-04 

By: K. MacLeod B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Refer to Calculation Template References Drawings for all calculation values. 
Refer to Tunnel Depression Sketch 

Western Tunnel Depression After Tunnels Collapse: 

(Assume the sides of the soil depression settles at  45 degrees) 

Top of Western and Eastern Tunnels Roof Elevation: T rf-el := 5945.25.ft - 

Top of Tunnel Floor Elevation (varies): T flr-el-max := 5934.o.ft 

Tunnel Roof Thickness: Rth := i.25.ft 

Tunnel Inside Dimensions: 

- 

Max Inside Height: 

Western Tunnel Width: 

h := T rf-el - Rth - T-flr-el-min - 

Bw := 12.0.ft 

Eastern Tunnel Width: BE := 8.O-ft 

Max. and Min. Final Grade Elevations: TGr-max := 5960.0.ft 
(ref. dwgs. 51754-C130, C131, & C132) 

Max. and Min. Tunnel Soil Overburden: 

Soma,  := TGr-max - T-rf-el SO,,, = 14-75ft 

Western Tunnel Inside Volume: 

h = 13ft 

T G ~ - ~ ~ ~  := 5954.0.ft 

<<<= 

<<<= 
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(REV. 0) Date: 01-28-04 

B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EFD58300 

Western Tunnel Depression at Max. Soil Overburden (SOmax) after Roof Collapses: 
~~ 

Depth of the Depression is determined by the following condition: 
>>> Depression Volume = Tunnel Inside Volume <<< 

Note: If there is not enough soil overburden to fill the tunnel or  room after the 
roof collapses, there will be a hole at the tunnel or room. 

Depression Depth at SOmax: Try Depth of Depression: IDmax := 4.o.ftl <== 
I J 

Average Width of Depression at SOmax: Wavg,max := (Bw + 2 -Soma,) - Dmax 

Wavg-max = 37.5 ft 

Western Tunnel Volume of Depression at  SOmax after Roof Collapses: 

Volume of Depression at  SOmax: 

Western Tunnel Depression Widths at Max. Soil Overburden after Roof Collapses: 

Depression Width At Surface a t  SOmax: 

Wsur-at-somax := ( BW + 2 - s o m a x )  Wsur-at-somax = 4 ~ f t  

Depression Width At Bottom at SOmax: 

WBot-at-SOmax := ( B W  i- 2-SOmax) - Z-Dmax WBot-at-SOmax = 33.5ft 

Western Tunnel Depression at Ground Surface at Max Soil Overburden 
Will Be Trapezoidal Shaped: 

4.0 ft. Deep x 41.5 Wide at Surface To 33.5 ft. Wide At the Bottom 

Refer to Sketch 
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By: K. MaeLeod B991 CORRIDOR-6 TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Western Tunnel Depression at Min. Soil Overburden (SOmin) after Roof Collapses: 

Try Depth of Depression: Dmin := 7.o-ft <-- I Depression Depth at SOmin: 

Western Tunnel Volume of Depression at SOmin after Roof Collapses: 

Volume of Depression at SOmin: 

Western Tunnel Depression Widths at Min. Soil Overburden after Roof Collapses: 

Depression Width At Surface at SOmax: 

Wsur-at-Somin := (BW + 2.SOmin ) 
Depression Width At Bottom at SOmax: 

WBot-at-SOmin := (BW -I- 2.sOmin) - 2'Dmin WBot-at-SOmin = 15-5ft 

Western Tunnel Depression at Ground Surface at Min. Soil Overburden 
Will Be Trapezoidal Shaped: 

7.0 ft. Deep x 29.5 Wide at Surface To 15.5 ft. Wide At the Bottom 

/Note: Dmin SOmin, therefore there will be no hole at tunnel) 

Refer to Sketch I 
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By: K, MacLeod B991 ROOM (402) STRUCTURAL ANALYSISFOR THE 
PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Refer to Calculation Template Reference Drawings for all calculation values. 

soil Weiqht: Dry Soil Weight = 100 pcf Use Soil Weight ===> y := 110-pcf 
Wet Soil Weight = 120 pcf 

Concrete Compressive Strength: 
(Refer Drawing Building No. 91 Rlisc. Dets. (RF-91-F-2-C) (RFETS No. 00F02-001G Bldg.) 

f c  := 3000 Ib/sq.in. 

Tension (rupture) Capacity of Concrete: (Kefcrence: ,\C’l-318-89 sec. 9.523 (9-9) page 97) 

Room (402) Soil Overburden: 

T rf el := 5945.5.ft _ -  Top of Room (402) Roof Elevation: 

Min. Final Grade Elevations: 
(ref. dwgs. 51754-Cl30, C131, & C132) 

Max. and Min. Tunnel Soil Overburden: 

Room (402) Roof Load: 

Tunnel Roof Thickness: 

Max. and Min. Load on Tunnel Roof: 

R t h  := i.5.ft 

Max. Soil Weight: Swt-max := y-somax Swt-max = 1155psf 

Min. Soil Weight: Swt,in := ~ - S o , i ,  Swt-min = 935psf 

Concrete Weight: cwt := 150-pCf - R t h  cwt = 225PSf 

Max. and Min. Load on Tunnel Roof Per ft. width: 
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(REV- 0) Date: 01-28-04 

Mma, = 51403.62 Ib ft Room (402) Roof Moment: Mmax := 

6991 ROOM (402) STRUCTURAL ANALYSISFOR THE 
PREDICTION OF LONG TERM CONDITION 

<<<==== 

Room (402) Roof Span: 

Roof Spans: Rsp := 19.3.ft 

By: K. MacLeod 

Project Number: EFD58300 

Max. Roof Soil Overburden Moment Per ft. Width: 
(Assume the end supports are between "Fixed" and "Simple") (Ref. AISC pages 2-296 & 2-301 ) 

Room (402) Strength Capacity Without Reinforcement: 

Room (402) Roof Thickness: Rth := 18.in 

12.in-( Rth)' 
Section Modulus of Roof Per ft. Width: SR := 

6 

Room (402) Roof Cracking Moment: -1 
(Concrete Tension Rupture Capacity times Section Modulus) 

SR = 648in3 

Room (402) Roof Cracking Moment is Less than Soil Overburden Roof Moment 
Therefore, the Concrete Roof will collapse without reinforcement 
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Date: 01-28-04 CALCULATION CONTROL NUMBER: CALC- 991- BS- 000041 (REV. 0) 

B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EFD58300 

Refer to Calculation Template References Drawings for all calculation values. 
Refer to Tunnel Depression Sketch 

Eastern Tunnel Depression After Tunnels Collapse: 

(Assume the sides of the soil depression settles at 45 degrees) 

Top of Western and Eastern Tunnels Roof Elevation: T rf-el := 5945.25.ft - 

Top of Tunnel Floor Elevation (varies): T flr-el-max := 5935.4.ft - 

Tunnel Roof Thickness: Rth := 1.25.ft 

Tunnel Inside Dimensions: 

Max Inside Height: h := T rf-el - Rth - T flr-el-max - - 

Western Tunnel Width: 

Eastern Tunnel Width: 

Bw := 12.0-ft 

BE := 8.O.ft 

Max. and Min. Final Grade Elevations: TGr-max := 5956.O.ft 
(ref. dwgs. 51754-C130, C131, & C132) 

Max. and Min. Tunnel Soil Overburden: 

S o m a ,  := TGr-max - T-d-el Soma,  = 10.75ft 

Eastern Tunnel Inside Volume: 

h = 8.6ft 

<<<=== 

<<<===== 
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B991 CORRIDOR-B TUNNEL STRUCTURAL ANALYSIS 
FOR THE PREDICTION OF LONG TERM CONDITION 

By: K. MacLeod 

Project Number: EFD58300 

Eastern Tunnel Depression at  Max. Soil Overburden (SOmax) after Roof Collapses: 

Depth of the Depression is determined by the following condition: 
>>> Depression Volume = Tunnel Inside Volume <<< 

Note: If there is not enough soil overburden to fill the tunnel or room after the 
roof collapses, there will be a hole at the tunnel or room. 

Depression Depth at SOmin: Try Depth of Depression: -1 <== 
Average Width of Depression a t  SOmin: Wavg-min := (Bw + 2.SOmin) - Dmin 

Wavgmin = 27ft 

Eastern Tunnel Volume of Depression at  SOmin after Roof Collapses: 

Volume of Depression at  SOmin: 

2 = E VolT = 68.8ft2 <<==== 0.K. VolD - Min := Wavg-mjn.Dmin VOID - Min zz 67.5ft - 

Eastern Tunnel Depression Widths at Min. Soil Overburden after Roof Collapses: 

Depression Width At Surface a t  SOmin: 

Wsur-at-SOmin := (BW + 2.SOmio) 

Depression Width At Bottom a t  SOmax: 

WBot-at-SOmin := (BW + 2 - s o m i n )  - 2-Dmin WBot-at-SOmin = 24.5 ft 

Eastern Tunnel Depression at Ground Surface at Min. Soil Overburden 
Will Be Trapezoidal Shaped: 

2.5 ft. Deep x 29.5 Wide at Surface To 24.5 ft. Wide At the Bottom 

[Note: Dmin SOmin, therefore there will be no hole at tunnel) 

Refer to Sketch 
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CALCULATION CONTROL NUMBER: CALC- 991- BS- 000041 (REV. 0) Date: 01-28-04 

By: K. MacLeod B991 ROOM (402) STRUCTURAL ANALYSISFOR THE 
PREDICTION OF LONG TERM CONDITION Project Number: EFD58300 

Refer to Calculation Template References Drawings for all calculation values. 
Refer to Room Depression Sketch 

Room (402) Depression After Roof Collapses: 

Note: As the roofs of Corridor-B and Room (402) collapse, the soil overburden on 
three (3) sides of Room (402) will be filling the tunnels of Corridor-B. Therefore, 
Room (402), will only be filled with the soil overburden that is directly above the room. 

T rf-,,l := 5945.5.ft - Top of Room (402) Roof Elevation: 

Top of Room (402) Floor EIevation: T flr-ei := 5931.5-ft - 

Room (402) Roof Thickness: Rth := 1.5.ft 

Room (402) Inside Dimensions: h := T rf-el - Rth - T-flr-el - 

Room (402) Dimensions: 27.0 ft. x 19.3 ft. 

Max. and Min. Final Grade Elevations: T G ~ - ~ ~ ~  := 5956.o.ft 
(ref. dwgs. 51754-C130, C131, & C132) 

Average Room (402) Soil Overburden plus roof thickness: 

h = 12.5ft 

SO,,,f = 11 ft <<<==== 

Soil Overburden + Roof Thickness: SO,,,f = 11 ft < h = 12.5 ft Room Height 

Total Depression: TD := h ITD = 12.5ft I <== 

The Final Depression after the roof of Room (402) roof collapses: 

Depth = 12.5 ft. x 27.0 ft. x 19.3 ft. 

Refer to Sketch 
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Attachment 4 
Groundwater Modeling Results 



Attachment 
(Bob Prucha, 12/29/2003) 

Results of Building 991 and 998 Vault Modeling Simulations 

An analysis of the integrated hydrologic and contaminant transport response to the proposed closure 
configuration associated with Building 991 and the 998 Vault is presented here. Specifically, two concerns 
raised by the CDPHE are evaluated. The first concern is whether groundwater levels buildup behind 
subsurface structures (slabs or walls) left in place. Buildup of groundwater levels behind structures in 
hillslope areas and possible resulting seep areas may increase the potential for slumping and erosion. The 
second concern is whether VOCs detected in groundwater to the north, migrate into the Building 991 area. 
Both of these concerns are evaluated using a localized, high-resolution integrated flow model that includes 
the area associated with Building 991 and the 998 Vault. Conservative conditions are specified within the 
modeled system to help identify areas that produce the shallowest groundwater levels that may increase the 
potential for slumping and erosion. 

A uniform 25-foot grid resolution was used to simulate the saturated, unsaturated and overland flow 
processes in the integrated model. Although, surface channel flow was not explicitly simulated in the 
model, it does not impact the hydrologic conditions within the 991 building area, and an appropriate set of 
overland flow (non-channelized) and saturated zone boundary conditions could be specified instead. The 
finer grid resolution permits explicit definition of the Corridor C Tunnel and Vaults 996,997 and 999. In 
addition, the integrated model also includes a specific numerical description of the remaining portion of 
walls and slab for the 991 Building, 998 Vault, and Buildings 984 and 985. 

The specific closure configuration for the 991 Building structures and modification to the soil, vegetation 
and the regraded surface topography were provided by the ER group. For example, the entire subsurface 
structure associated with Building 984 was assumed removed for closure, while the 991 Tunnel, Vaults 
996,997 and 999, and the 998 Vault were to be left in place. Only those portions of basement walls and 
slabs Buildings 985 and 991 remaining at least 3 feet below the regraded topographic surface provided by 
ER remain as well. Remaining portions of buildings 985 and 991 were included in the model to evaluate 
the collective impact of all structures left in place on the hydraulics surrounding the 991 Tunnel structures. 

Hydraulic conditions surrounding the Tunnel system were evaluated using conservative conditions. In 
other words, any conditions that cause the shallowest groundwater levels in the area were considered. The 
two primary conservative conditions considered included assuming a wet year climate and that current 
drains in the area do  not operate. The wet year climate is estimated from a 100-year climate sequence as 
described in the SWWB modeling report (KH, 2002). Current drains including storm, sanitary and footing 
drains, that lower groundwater levels, were assumed inoperable. The Tunnel structures were assumed to 
have a low hydraulic conductivity (le-10 m/s) to simulate the effect of likely leakage through joints and 
cracks in the concrete. 

For each integrated model run, two typical climate years (WY2000) followed by a wet year were simulated. 
This sequence allows the groundwater system to stabilize to specified initial conditions before responding 
to a wet year climate sequence. The integrated model runs produce groundwater levels in all model layers 
and cells continuously (hourly). The simulated mean and minimum annual groundwater levels for the wet 
year are used to identify areas of the site where groundwater levels are shallow. 

Results show that both the mean and minimum annual groundwater depths during the wet year are at least 3 
to 4 meters in the vicinity of Building 991 and 998 vault. This is mostly due to the presence of Arapahoe 
Sandstone and increased depth to bedrock in the area. Groundwater levels over the remaining Building 991 
slab also remain greater than 1 meter depth. For average annual conditions, groundwater intercepts the 
groundsurface along a portion of South Walnut Creek just below Building 991, but is caused by shallow 
bedrock in this area. For large precipitation events during the wet year, groundwater intercepts ground 
surface along a greater extent of South Walnut, and north of the 991 Building area near the former Solar 
Ponds. Transport simulations showed that VOC plume movement from the north into the Building 991 
area does not occur, due to the local northerly flow direction in the plume area. 
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Wansnort Simulations 
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Conclusions 

Conservative Conditions - Wet Year, No Footing Drains 
Groundwater Depths 

Mean Annual Depths - 
> 3 to 4 meters below surface around 998 and Building 991 
Groundwater is shallow atladjacent to South Walnut Creek just south of 
Building 991 

Minimum Annual Depths 
Still >3 to 4 m below surface around 998 and Building 991 
More areas within model area exhibit shallow groundwater 

Transport modeling shows (after 200 years) northern VOC plume 
migrates east and north 3 no impacts in 991 area 
Vegetation response in wet year 3 groundwater levels may be lower 

Recommendations 

Proposed topographic surface regrade is fine 
Proposed slab/walls associated subsurface building 99 1 and Tunnel 
998 are fine 
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To present and discuss proposed characterization actions for the Building 991 complex. 

Facilities included: Building 991,991 Tunnels, 984,985,989,992,993,996,997,998, and 999. 
Presentation: Vern Guthrie presented an overview of the purpose of the meeting and provided an area 
map showing the locations of the Type 1 and 2 buildings as they are currently identified. He explained 
that characterization activities were planned for this FY, but due to other building priorities, some work 
may be moved into early FY03. Vern explained that removal of the buildings is scheduled for FY03 
and early Ey04. Material Stewardship's shipment of waste from Building 991 may push the schedule 
out, as certain waste may not have a shipping location approved. Duane Parsons provided a packet of 
characterization information for review and comment. Included were maps identifying buildings within 
the cluster and Historical Site Assessment Reports for each building. Also included were Radiological 
Characterizations Plans for the interiors and exteriors of Type 1 and Type 2 facilities and Chemical 
Characterization Plans for both Type 1 and 2 facilities. A suggestion was made to remove 996,997, 
998, and 999 from the exterior plan as sampling cannot be performed on them. Dave Krucheck was 
concerned that Beryllium may be in between layers of paint within the tunnels and possibly other areas 
of Building 991. Duane will address this concern during the Reconnaissance Level Characterization 
Report. Dave's other concern was with Building 984 being identified as a Type 1 facility. The survey 
work will verify the typing. Steve Tower expressed the same Beryllium concerns as Dave for buildings 
on site and what the effects would be during demolition. 
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unit 
991 Tunnel 

PUl;,OSt-: 

991 Tunnel Component Removal 

x>i SCIW si on 
An RSOP Notification for Component Removal has been submitted for the ductwork, utilities, and 
piping removal in the 991 Tunnel (996,997, and 999 vault area). Since the ductwork, utilities, and 
piping has been surveyed and found to be clean, K-H requested a verbal approval from CDPHE to 
begin the removal prior to written approval of the RSOP Notification. Dave KrucheMCDPHE granted 
verbal approval to remove the ductwork, utilities, and piping from the 991 Tunnel (996,997, and 999 
vault area). 
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Discuss properties of the foam to be used to plug the 998 Tunnel, Corridor B, and Room 402 in Bldg. 
99 1 

X>iscu,r+>a 
During the weekly status meeting at RFETS on November 12, Dave Kruchek advised that he wa3 
concerned that the foam being used to plug off the tunnels and other rooms in Bldg. 991 would 
eventually be considerably degraded due to virtually constant immersion in underground water. This 
was the condition he noted when tanks at WETS that had been filled with foam some years ago were 
dug up and the foam found to be waterlogged and severely degraded. A meeting was arranged for Dave 
with the RFETS foam application contractor, Dick Hogue, and J. R. Marschall, 991 Project Manager. 
Dick explained that the foam being proposed for the Bldg. 991 jobs was AutoFroth 9453 Foam from 
BASF Mfg. This foam is a two part, pourable foam system presently being used on site to block and 
brace cargo containers, and fill air handling ducts and chemical process lines. It was also the foarn used 
to plug the 996 Tunnel in Bldg. 991. The polyurethane chemical composition m d  closed cell nature of 
the product render it very stable and it will not be decomposed by long term direct contact with 
moisture an is not biologically reducible by bacteria, mold, yeast or fungi. Prolonged exposure to the 
ultra violet rays of the sun provides the only degradation to the product, which takes years of constant 
exposure and is not an issue with this application. Dave agreed that this foam was structurally superior 
to the foam used in tanks, but was still concerned about the thickness, 3’ to 4’, proposed to plug the 998 
Tunnel, Corridor B, and Room 402. The foam applied to the 996 Tunnel was held in place by a bank 
type vault door that would be in place many years before any sign of structural weakness. That is not 
the case with these recently proposed applications. During the meeting Dick contacted his 
representative at the BASF factory who agreed that 3’ to 4’ was probably not sufficient to provide 
hundreds of years of assurance that the foam plug would remain in tact and suggested that the length of 
the plug should be at least as long as the plug is high. This was satisfactory to Dave and the parties 
agreed that the length of the foam plug would be 15% longer than the height in those areas where 
substantial support is not present on the down gradient side of any foam plug. This process will be used 
to seal off the two entrances to Corridor B on the west end of Bldg. 991, Room 402 next to Corridor B, 
and the 998 Tunnel on the east side of Bldg. 991. 
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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 
REGULATORYCONTACTRECORD 

Datemime: January 7,2004 I 1 :00 p.m. 

Site Contact(s): J.R. Marschall Gary Morgan Karen Wiemelt 
Phone: 3 03-966-23 72 303-966-6003 303-966-9883 

Regulatory Contact: David Kruchek 
Phone: 303-692-3328 

Agency: CDPHE 

Purpose of Contact: Agreement to plug the 998 Tunnel (Corridor A), Corridor B, and Room 
402 with foam 

Discussion 
At the Januae 7,2004, Bi-Weekly D&D Meeting with CDPHE and DOE, K-H personnel made a 
presentation discussing the effects of leaving the 998 Vault, Corridor A (partial), Corridor B, and 
Room 402 in place. The presentation consisted of an analysis of the effect on ground water and 
VOC plume movement during a wet year caused by the structures left in place and a structural 
analysis on when those structures might be expected to fail. Based of direction of ground water 
flow and the depth of bedrock in those areas it was determined the structures left in place would 
have little effect and would not cause slumping and erosion of the topsoil. Transport simulations 
showed the VOC plume movement from the north into the Building 991 area does not occur, due 
to the local northerly flow direction in the plume area. The structural analysis showed a high 
probability that the structures would not fail for up to 1000 years. 

Based on these results Dave Kruchek agreed that K-H could proceed with the foaming of 
Corridor A, Corridor B (2 places), and Room 402 thereby leaving those structures in place after 
demolition of Building 991. Foam plugs will be placed as follows: 
0 998 Tunnel (Corridor A) will be plugged with foam 60’ north of the entrance to the tunnel 

from Building 991. The foam plug will be approximately 8’w. x lO’h. x 12.5’deep. The 
southern 60’ of the tunnel will then be demolished along with Building 991 and be back- 
filled with compacted soil to the foam plug. 
Corridor B will be plugged with foam in two places; at the roll-up door entering from the 
courtyard under the canopy, and at the double door on the east end entering from Building 
991. The foam plug at the roll-up door will be approximately lO’w. x E’h. x 18’deep and 
placed against the roll-up door. The foam plug at the east doors will be approximately 8’w. x 
8’h. x l0’deep encompassing the 450 turn, and placed against the double doors. When 
demolition is complete both entrances will have compacted back-fill up against the doors. 
Room 402 will be plugged with foam at the double door entrance. The foam plug will be 
approximately 1O’w. x 10’h. x 12’deep. The double door is next to the roll-up door in 
Corridor B and will also have compacted back-fill against it. 
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ROCKY FLATS ENVIRONMENTAL TECHNOLOGY SITE 
REGULATORYCONTACTREXORD 

Datemime: February 2,2004 / 12:OO 

Site Contact(s): J.R. Marschall Gary Morgan Karen Wiemelt 
Phone: 3 03-966-2372 303-966-6003 3 03 -966-98 83 

Regulatory Contact: Dave Kruchek 
Phone: 303-692-3328 

Agency: CDPHE 

Purpose of Contact: Agreement to apply foam phgs in Corridor B and Room 402, Building 
991. 

Discussion 
The above parties met on February 2,2004, to continue discussions on effects of leaving Corridor 
B and Room 402 in place, and plugging the entrances with foam (reference Contact Record dated 
January 7). Duane Parsons also attended the meeting and provided preliminary reports that the 
Pre-Demolition Surveys had been completed in the subject areas with results below free-release 
limits. 

Keith MacLeod, who performed the structural calculations, reported that the east leg of Corridor 
B with less free span would not collapse for 1000 to 1500 years. The west leg of Corridor B 
under the Building 985 slab (left in place) would not collapse for at least 700 years. The 
remaining portion (approximately 20’) of the west leg would not support the earthen burden after 
corrosion of the reinforcing bars and would collapse after a minimum of 500 years. Room 402: 
with greatest span of the three areas, would also not support the earthen burden after corrosion of 
the reinforcing bar, and would last a minimum of 500 years. The issue with the collapse of Room 
402 is that it was projected to leave a depression some 35’ across and l2’-6” deep. 

A depression that deep concerned Dave Kruchek and he requested that the depression be 
minimized somehow. It was decided that Room 402 would be filled to a depth of 6’ throughout 
the room with foam and the entrance plugged completely as discussed in the Contact Record of 
January 7. This would limit the size of the depression to approximately 6’ deep. With a 
compressive strength of nearly 3500 poundskubic foot the foam is not expected to compress 
much, if at all, with soil and concrete on top of it at 100 and 180 poundshbic foot respectively. 
Dave agreed to this resolution for Room 402 and approved the foam plugs for each end of 
Corridor B as described in the Contact Record of January 7. Dave also requested and it was 
agreed that the west end of Corridor B would be allowed to drain off any accumulated water 
behind the foam plug by making sure the small trough against the west wall would be kept open. 
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